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ABSTRACT

The inverter is one of the key components of wind turbine, and it is a complex circuit composed of a series of
components such as a variety of electronic components and power devices. Therefore, it is difficult to accurately
identify the operation states of inverter and some problems regarding its own circuit, especially in the early stages
of failure. However, if the inverter temperature prediction model can be established, the early states can be iden-
tified through the judgment of the output temperature. Accordingly, considering whether the inverter heats up
normally from the perspective of heat dissipation, a method for the early operation state identification of the
inverter is provided in this paper. A variable selection method based on fusion analysis of correlation and physical
relationship is adopted to extract variables as input variables, which have high correlation with inverter tempera-
ture. Then multi-input and multi-output temperature prediction model of inverter is established based on a non-
linear autoregressive exogenous model (NARX) network, and the prediction temperature residual is used as the
real-time standard to evaluate the inverter states. For validating this, the validity and reliability of the established
temperature prediction model are verified through case analysis, and the performance comparison with various
models demonstrates that the proposed method has higher accuracy. The construction method of the prediction
model can be used for reference to other aspects of wind turbine. All these bring huge benefits to wind energy
industry.
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1 Introduction

The inverter is the hub connecting the generator and the power grid, which is mainly composed of two
inverters with the same structure: the machine-side inverter realizes three-phase rectification and converts the
AC voltage on the machine side into the DC voltage on the DC coupling capacitor; the inverter realizes the
inversion and converts the DC voltage into AC voltage with the same frequency as the grid voltage [1].
Therefore, as one of the key components of the wind turbine (WT), the reliability level of inverter
directly affects the safety of the entire WT and the power grid.

Since the 1990s, in order to promote the rapid development of wind power integration, a series of wind
power development support policies have been launched. Up to now, the life of large-scale operation WT has

This work is licensed under a Creative Commons Attribution 4.0 International License, which
permits unrestricted use, distribution, and reproduction in any medium, provided the original
work is properly cited.

DOI: 10.32604/EE.2022.014718

ARTICLE

echT PressScience

mailto:lqh_hunan@163.com
http://dx.doi.org/10.32604/EE.2022.014718


more than half. As an important part of its energy conversion, the components of the inverter system present
different degrees of aging, which is easy to cause imperceptible security risks in serious cases, it even causes
electrical fire. In order to eliminate the hidden trouble ahead of time, reduce the loss of fault shutdown and the
maintenance cost, improve the effective utilization of equipment, and ensure the safe, stable and economic
operation of WT, it is necessary to master the real-time operation status of inverter.

However, the electronic control system is more independent and compact, so unless it is redesigned, it is
not easy to add additional sensors and data acquisition units, and the monitoring system should not interfere
with the normal operation of the electronic control system [2]. The SCADA system provides a good
application basis for using the temperature prediction model to predict the operation status of inverter.

Currently, the research work aiming at inverter is mainly carried out on the modular design of inverters,
IGBT thermal balance analysis, performance evaluation, control strategy of cooler, and inverter fault
diagnosis [3–9]. A newly developed dual bi-directional IGBT-based inverter in conjunction with
autonomous microgrid system is investigated with particular focus on the thermal management and
performance evaluation under various operation conditions in [10], so the inverter is usually equipped
with the ventilation and cooling system. The statistical data presented in [11] shows that almost 60% of
failures are caused by temperature cycling. In order to detect such failures, accurate elector-thermal
models are essential. Proper thermal models with heat coupling effect analysis were considered in [12],
and it studied a thermal impedance matrix that was convenient for thermal coupling effect estimations
and representing actual heat path through the device. Generally, almost all these researches are linked to
condition monitoring, fault diagnosis and thermal balance analysis of inverter. The understanding of WT
inverter has been deepened via the above research works. However, WT inverter is a complex circuit
system composed of many electronic components, and its working process is also rather complicated.
Hence, it is difficult to accurately identify the operation states of inverter and some problems regarding its
own circuit, especially in the early stages of failure.

WT usually equips with SCADA system during the actual operation. Through collecting the data of key
components in WT, the operation status of WT can be mastered, and remote control can be carried out in the
case of necessary. There have been many relevant researches based on the SCADA data, such as WT power
curve calculation, operating state evaluation, identification of abnormal states and fault diagnosis, fault
identification and vibration analysis, etc. [13–15]. For example, WT gearbox was monitored through
analyzing lube oil and bearing temperature data in [4]. Ageing assessment of WT over time by
interpreting wind farm SCADA data in [11]. However, SCADA data are not ideal for conducting a full
condition monitoring of WT due to their low sampling frequency as mentioned in [16]. On the contrary,
SCADA data are more suitable to be applied to investigate of the status prediction because the huge data
volume contain all the operating conditions of WT, which can provide abundant training samples when a
prediction model is used for state prediction of WT.

Therefore, it has become a research hotspot to analyze the big data provided by SCADA system and how
to realize the operation status identification and prediction of key components of WT. At present, the related
researches mainly focus on the state prediction of key components such as wind turbine gearbox [17],
generator [18], pitch system [19] by using SCADA data, mainly using long-short term memory (LSTM)
[20], support vector machine [21], artificial neural network [22] and other methods, rarely involving
complex electrical equipment such as inverter. The regression prediction model of wind turbine active
power is establishes based on support vector regression (SVR) algorithm, and realizes the early prediction
of wind turbine pitch system fault through the model prediction residual in [23]. Neural networks are
used to establish prediction models of the WT condition parameters in [24]. However, the above
researches do not consider the relationship between the operation parameters of WTs, and directly use
part of the SCADA data, which makes the accuracy and sensitivity of fault prediction insufficient.
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Monitoring data is essentially a multivariable time series, and there are complex dynamic spatiotemporal
correlation characteristics among different variables, which are often easily affected by strong noise and
random interference and difficult to mine. Therefore, on the basis of in-depth analysis of the
characteristics of multivariable SCADA data, it is necessary to further explore and study the robust
multivariable time series deep learning modeling technology, so as to realize the efficient fusion of multi-
source heterogeneous monitoring information and the intrinsic eigenstructure feature mining and
extraction. Furthermore, there is a wide variety of methods to build a prediction model, such as neural
network prediction model and multiple linear regression prediction model, and so on [25,26].
Nevertheless, prediction values of continuous variables with a related prediction model are based on
historical data in inverter temperature time series prediction. Accuracy and rationality are extremely
crucial for selecting a prediction method. Hence, many researches have been conducted to improve the
effectiveness of time series models [27–30].

For the above problems, this paper aims at large direct-drive wind turbines, and provides a method for
early operation state identification of the inverter by concerning whether the inverter generates heat normally
from the perspective of heat dissipation. The proposed method combines with wind farm SCADA data for
monitoring the status of WT inverter, and uses temperature predictive analysis to study the status of wind
turbine inverters, where multi-input and multi-output temperature prediction model of inverter is
established based on a NARX (Non-linear Autoregressive Exogenous model) network for multi-step-
ahead temperature prediction for the inverter. Furthermore, the performance comparison with other
prediction methods studied extensively at present such as BP (Back Propagation) neural network, linear
neural network, NIO (nonlinear input-output) neural network and NAR (Nonlinear Auto Regressive)
neural network demonstrates that the proposed method has higher accuracy.

The remaining part is organized as follows. In Section 2, working environment and functional structure
of direct drive WT and the inverter are addressed and analyzed. The data types of the SCADA system are
categorized, and the influencing factors of inverter temperature are analyzed in Section 3. Next, in
Section 4, the detailed investigation for inverter temperature prediction is carried out, including predictive
model establishment and prediction result analysis. Then in Section 5, based on the SCADA data, a case
was taken to predict the inverter temperature. Lastly, the main conclusions and future issues for further
investigation are given in Section 6. All in all, the inverter state prediction and SCADA system are
organically combined, in this paper, to establish a temperature prediction model based on NARX
network, so as to identify the status of inverter, which can more effectively provide the operation and
maintenance personnel with planned maintenance decision information, and also provide a theoretical
basis for the thermal management of WT inverter.

2 Analysis of Inverter Working Environment

The typical three-leaf horizontal axis structure of direct drive WT as depicted in Fig. 1, comprises the
wind rotor, Permanent Magnet Synchronous Motor (PMSG), inverter and controller, which is one of the
mainstream wind farm models. Affected by time-varying wind speed, PMSG rotor speed is also time-
varying, which means the output AC frequency of the generator is unstable. Therefore, it is necessary to
connect the generator and the power grid through a full-scale frequency converter system to control
PMSG rotor speed and the power flowing to the power grid.
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As illustrated in Fig. 1, the full-scale frequency converter consists of two voltage source converters in the
form of back-to-back, which is located at the bottom of the wind turbine tower. In the generator-side inverter,
the three-phase rectification is realized, and the AC voltage is converted to the DC voltage. In the grid-side
inverter, the DC voltage is converted into the AC voltage with the same frequency as the grid voltage. In
other words, the voltage and current output by the PMSG will be input to the inverter, it is after being
inverted and rectified by the inverter that they can meet the specific frequency required by the power grid.
During the inversion and rectification process, the inverter will generate a lot of heat due to the high heat
dissipation of high-power electrical components inside the inverter cabinet. In particular, the hub speed
changes with the random wind speed, it causes the inverter is always in the operation state. When WT
reaches the rated power under full wind speed conditions, the heat generated by the inverter is also the
largest. WT inverter systems are usually equipped with ventilation and cooling devices, especially large
WTs. However, when the inverter generates heat abnormally, the ventilation and cooling devices are not
sufficient to reduce the inverter temperature to the normal range. Therefore, the temperature in the
inverter control cabinet will also be abnormal.

3 Analysis of Influencing Factors of Inverter Temperature

Wind farms are usually equipped with a SCADA system, which acquires and records the operation data
of WT and its core components in real time. In this paper, the turbines considered are PMSG WTs from a
wind farm in Chenzhou, China. The wind farm SCADA system can provide two types of data, including
sampled per second (sampling frequency: 1 Hz) and sampled per ten-minute (the ten-minute data
averaged based on the one-second data). There are 55 sensor data, and the remaining 94 data are
calculation data, setting parameters, and state quantities. All these parameters are important to ensure the
safety and efficient operation of the turbines. In general, the temperature sensors of the WT inverter are
installed in the inverter cabinet (one at each of the inlet and the outlet), which can better reflect the
temperature status of the inverter. However, inverter temperature has different correlations with other
parameter variables. Some of SCADA parameters have high correlations with inverter temperature, such
as power and current, while some have low correlations with it. Therefore, it is very crucial to analyze
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Figure 1: Functional structure of direct drive wind turbine
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and extract which parameters can affect inverter temperature from such multitudes of SCADA parameters.
Next, this paper will explain the influencing factors of inverter temperature through correlation analysis and
physical relationship analysis.

Table 1 illustrates the correlation coefficients between some SCADA parameters in this research due to
space limitations. Table 2 describes the degree of correlation between the two variables. As illustrated in
Table 2, the larger value of the correlation between two variables means the stronger correlation between them.

Fig. 2 shows the parameter extraction steps. 55 SCADA parameters are divided into 5 categories. The
first category has 18 sets of parameters, including some parameters related to the power of WTs, such as hub
speed, generator current, voltage and so on. The second category has 24 sets of parameters, which are the
monitoring temperature of WT main components and the external environment temperature, such as the
main bearing temperature, the generator rotor temperature, and so on. The third category has
5 parameters, mainly affecting the heat dissipation performance of the inverter. The fourth category is
inverter operating parameters, which mainly includes 6 parameters. The last category is vibration
parameters, mainly used to monitor the nacelle vibration. From the correlation analysis of SCADA
parameters shown in Tables 1 and 2, there are nearly 20 SCADA parameters have strong correlations
with inverter temperature such as hub speed, wind speed, power, and inverter operating frequency. Some
are negatively related to inverter temperature, such as ambient temperature and so on.

Table 1: Correlation coefficient of SCADA parameter

HS WS Acc P IOF … AT NT ITI OTI

HS 1 0.862 0.004 0.998 0.989 … −0.713 0.481 0.812 0.803

WS 0.862 1 0.005 0.860 0.002 … −0.608 0.392 0.733 0.727

Acc 0.004 0.005 1 0.003 0.002 … 0.015 −0.001 0.002 0.002

P 0.998 0.860 0.003 1 0.988 … −0.714 0.483 0.812 0.793

IOF 0.989 0.851 0.002 0.988 1 … −0.708 0.476 0.810 0.786

… … … … … … 1 … … … …

AT −0.713 −0.608 0.015 −0.714 −0.708 … 1 0.724 −0.423 −0.422

NT 0.481 0.392 −0.001 0.483 0.476 … 0.724 1 0.027 0.049

ITI 0.812 0.733 0.002 0.812 0.810 … −0.423 0.027 1 0.943

OTI 0.803 0.727 0.002 0.793 0.786 … −0.422 0.049 0.943 1
Notes: HS = Hub speed; WS =Wind speed; Acc = Vibration acceleration; P = Power; IOF = Inverter operating frequency; AT = Ambient temperature;
NT = Nacelle temperature; ITI = Inlet temperature of inverter; OTI = Outlet temperature of inverter.

Table 2: Description of the degree of correlation between two variables

Pc 0:8 � Pcj j � 1 0:6 � Pcj j � 0:8 0:4 � Pcj j � 0:6 0:2 � Pcj j � 0:4 0 � Pcj j � 0:2

The degree of
correlation

Very strong
correlation

Strong
correlation

Moderately
related

Weak
correlation

Very weak or
no correlation

EE, 2022, vol.119, no.1 291



If more than 20 parameters are used as the input of the inverter temperature prediction model at the same
time, it will not only inevitably bring about information redundancy and increase the difficulty of
constructing the prediction model, but also even affect the accuracy of the prediction model. In fact, the
correlation coefficient between hub speed and power is close to 1, indicating that the two are basically
linearly related. Therefore, only the influence of power on inverter temperature needs to be considered.
According to the relationship, the methods of correlation analysis and physical relationship analysis are
used to successfully extract 4 parameters that are closely related to the inverter temperature from the
55 SCADA parameters in this paper.

Fig. 3 shows the SCADA data in 1.8 h for a WT including the rotor speed, generator power, wind speed,
inlet temperature of inverter, outlet temperature of inverter, inlet pressure of inverter, outlet pressure of
inverter, ambient temperature, and nacelle temperature.

Through polynomial curve fitting for each signal, in Fig. 3 inverter temperature changes correspondingly
with the change of the rotor speed, generator power, wind speed, inlet pressure of inverter, and outlet pressure
of inverter. Specifically, rotor speed, generator power, wind speed, inlet temperature of inverter, outlet
temperature of inverter, inlet pressure of inverter, and outlet pressure of inverter have the same trend.
While, the inlet temperature of inverter and outlet temperature of inverter have different trend with the
ambient temperature and nacelle temperature. The main reason for this difference is that the analysis time
is short and the inverter is not in the nacelle of WT. These indicate that though there is a difference
between the measured inlet and outlet temperature of inverter and the actual temperature of inverter, the
measured inlet and outlet temperature of inverter have the potential to reflect the actual inverter temperature.
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4 The Establishment of the Inverter Temperature Prediction Model

4.1 Inverter Temperature Prediction Model Construction Process
In Section 3, SCADA parameters that may affect inverter temperature have been analyzed. Next, the

inverter temperature prediction model will be established to identify the inverter status in this section. In
this paper, a non-linear autoregressive exogenous model (NARX) network [31] is proposed for multi-
step-ahead temperature prediction for the inverter. NARX network is a nonlinear autoregressive model
which has exogenous inputs, and can learn to predict one time series given past values of the same time
series, the feedback input, and another time series. The network parameters that need to be set mainly
include: the number of input layer delays, feedback layer delays and hidden layer sizes.

The performance of the prediction model is very important. However, as a complex electromechanical
system, the factors affecting WT inverter temperature, especially the relationship between the temperature
and other operation parameters are very complicated. In fact, not all of SCADA parameters are truly
useful for conducting the inverter temperature prediction model. In order to improve accuracy of
prediction, the appropriate input parameters and training sample should be selected. The useful SCADA
parameters will be identified first from these data. Then, the training sample of inverter temperature
prediction model will be designed based on the identified SCADA parameters specifically. Therefore,
when training a prediction model, the following factors should be considered:

� Selection of input parameters

� Training data selection rules

� Optimal hidden Sizes Row vector

Figure 3: Data from SCADA system (WT1): (a) Rotor speed; (b) Generator power; (c) Wind speed; (d) Inlet
temperature of inverter; (e) Outlet temperature of inverter; (f) Inlet pressure of inverter; (g) Outlet pressure of
inverter; (h) Ambient temperature; (i) Nacelle temperature
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� Optimal feedback Delays Row vector

In addition, the NARX network has various advantages over other types of recurrent neural networks in
terms of network learning and generalization capability, so missing individual one-second data has no effect
on the model through this method. But the one-second data cannot be used when training the model. There
are two main reasons: (1) The amount of one-second data is very large. There are 86,400 sets of data in one
day, which is very difficult to train the model. Training a NARX model with such large training samples will
take a lot of time and even cause the computer system to crash, (2) If a small amount of one-second data is
selected as the training sample, such as 20,000 sets of data, the model training time will be greatly reduced,
which may not be able to simulate all the operation conditions of WT inverter and lead to the very poor
performance of the prediction model. For the ten-minute data, there are only more than 52,000 sets of
data for a wind turbine in a year, and all the power generation conditions will basically appear. However,
ten-minute data is a relatively long-time scale. After the data within ten min is averaged, a lot of valuable
information may be overwhelmed, and it may not necessarily truly reflect the real-time inverter status.
Meanwhile the effect of thermal inertia will be very weak. A new data type which is averaged per 30 s is
provided here, and the 30-s data are averaged based on one-second data, it is defined as (1):

xn t ¼ 1

30

X30

i¼1

xi (1)

Because a problem of data collection could cause the value of one or several consecutive data is zero, the
training data with long-term zero power cannot be selected. However, NARX network has a certain
generalization ability, thus the influence of individual outliers can be ignored. Based on the above
analysis, the structure of the inverter temperature prediction model based on NARX network is shown in
Fig. 4.
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Firstly, all the power generation conditions of WT are included as much as possible during selecting the
training sample. The training sample would include 6 regions [32] and the shutdown situation. In Region 1,
although the wind rotor rotates, the generator power is zero. Region 2 is the transition period of Regions 1 and
3 where the relationship between the torque and the rotational speed of the wind rotor is linear. In Region 3 the
maximum power coefficient remains constant because the Maximum Power Point Tracking (MPPT) is
implemented in this region. Regions 4 and 5 are the transition periods of Regions 3 and 6. Region 6 is the
constant power region where the generator power is limited to 2 MW (rated power). Secondly, the optimal
input delays, optimal output delays, and optimal hidden layers can be set, as shown in [33]. And then,
train and test the prediction model repeatedly. Because the residuals are different during each time the
prediction model training, there is even a great difference. In order to reduce this randomness, a total of
20 prediction models are trained, and all prediction models are tested. The one with the smallest prediction
residual is selected as the final prediction model to verify the effectiveness of the prediction results.
Finally, the prediction set in SCADA database is used to analyze the prediction model residuals.

4.2 Inverter Temperature Prediction
According to implementation steps described in Section 4.1, once the entry variables have been defined,

the hidden layer also will be defined, the reason is that in most practical problems it is not necessary to
include more, and finally the data are normalized between 0 and 1 [34]. Many simulations are performed
using the NARX model varying: the number of delays of the entry variables from 6 to 50, the number of
hidden neurons from 16 to 50, and always using a neuron more than in the entry layer. The network with
the best performance considering the mean square error (MSE) of the test set is the one defined by
36 delays and 32 neurons in the hidden layer. For the generation of the neural network models,
40,000 sets of 30-s SCADA data are employed to train the neural network models. The division of the
data in the sample used is as follows: 70% for the training set, 15% for the validation set, and 15% for
the test set. These amounts are chosen based on previous rules, which is more convenient to train a
neural network model with the best performance.

Fig. 5 shows the comparison between the real data and predication data with NARX. 40,000 sets
SCADA data used to train the neural network model are shown in Figs. 5a and 5b. Fig. 5a shows
the comparison of inlet temperature between the real data and predication data, and Fig. 5b shows the
comparison of outlet temperature. The other 20,000 sets SCADA data are specifically used to test the
performance of the model in Figs. 5c and 5d. The performance of the model is shown as these figures.

However, due to the large amount of SCADA data, a significant difference cannot be perceived. To fully
appreciate the prediction model performance, the prediction residuals were plotted and the results are shown
in Fig. 6. Only by using prediction error measurements can this difference be highlighted. Moreover, the
criterion for judging the degree of the prediction residual outliers is the model standard prediction
absolute value percentile, that is, after the training of the prediction model is completed, all training
samples are input to the model, and the absolute value of the model prediction residual is statistically
obtained percentile [29].

It is not difficult to see from Fig. 6 that the training error and prediction error of the inverter inlet
temperature both are within 1°C, while the training error of the inverter outlet temperature is within 2°C,
and the prediction error is within 3°C. The percentiles of absolute predicted residuals are shown in Fig. 7,
where it is not difficult to see that during the model training, the percentiles of the training error of the
inverter inlet temperature within 0.5°C is 0.99, and the percentiles of the prediction error within 0.5°C is
0.96; The training error of the outlet temperature is slightly larger than the training error of the inlet
temperature, the percentiles within 1°C is 0.98, and the prediction error within 1°C is 0.84. The results
demonstrate that the forecast with the NARX model is feasible. It can be observed that even with the
other SCADA data, the model continues to behave in an outstanding way.
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In order to verify the great performance of the proposed model in temperature prediction accuracy,
several prediction algorithms have been compared with NARX network. It can be seen from Table 3 that
NARX has the smallest MSE of training (MSET) and MSE of prediction (MSEP) and the best accuracy

Figure 6: Forecast error between the real data and predication data: (a) the training error of inlet temperature
of inverter; (b) the training error of outlet temperature of inverter; (c) the prediction error of inlet temperature
of inverter; (d) the prediction error of outlet temperature of inverter

Figure 5: Comparison between the real data and predication data: (a) Inlet temperature of inverter for
training set; (b) Outlet temperature of inverter for training set; (c) Inlet temperature of inverter for test set;
(d) Outlet temperature of inverter for test set
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for inlet and outlet temperature prediction. Obviously, the NARX neural network used in this paper has the
best accuracy for prediction after data selection, determination of input-output variables, which is compared
with BP (Back Propagation) neural network, linear neural network, NIO (nonlinear input-output) neural
network and NAR (Nonlinear Auto Regressive) neural network neural network. The four prediction
methods selected as comparisons in this paper are both traditional and proven effective models. By
comparing with their predictions under the same trade-off indicator, the value and effectiveness of the
work of this paper can be visually displayed.

5 Case Analysis

Finally, a section of measured abnormal data is taken as an example for illustration. SCADA data on
October 28 to 29 are shown in Fig. 8, which can explain the real-time inverter status. Figs. 8a and 8c are
respectively employed to analyze the comparison of inlet temperature and outlet temperature of inverter.
To identify the real-time inverter status, Figs. 8b and 8d are respectively corresponding forecasted outputs
error of the inverter inlet temperature and the inverter outlet temperature. Generally, the highest operation
environment temperature of the inverter is lower than 50°C. If the temperature is too high, the inverter
will be easily aged and accelerated the damage. As illustrated in Fig. 8, for the first 1,600 sets, the
prediction error of the inlet temperature and outlet temperature of the inverter remained within a relatively
normal range, and then began to increase significantly, indicating that the inverter status has changed
significantly. If the prediction residuals of the temperature at the inlet and outlet of the inverter is larger,
the inverter status needs special attention. When it about reaches 4,200 sets, the prediction error returns to
the normal range.

Table 3: Comparison of various model prediction results

Model MSET MSEP

ITI OTI ITI OTI

BP neural network 7.6041 8.7614 4.3026 6.3396

Linear neural network 2.8852 4.7990 3.1875 5.8860

NIO neural network 1.3613 0.8375 2.6638 1.3516

NAR neural network 0.1426 0.8569 0.0835 2.1968

NARX neural network 0.0328 0.2096 0.0468 0.5855
Note: ITI = inlet temperature of inverter; OTI = outlet temperature of inverter.

Figure 7: Percentiles of absolute errors between the real data and predication data
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6 Conclusions and Future

Inverter status is an important indicator for the safe operation of the WTs. Combining with wind farm
SCADA data, this paper establishes a multi-input and multi-output temperature prediction model based on
NARX neural network, in order to study the multi-step-ahead temperature prediction for WT inverter. The
predicted residual error is obtained to determine the real-time service status of the inverter. Main conclusions
are drawn as follows:

(1) The inverter temperature which can represent the operation state of the inverter is selected as the
output of the model. Based on the fusion analysis of correlation and physical relationship, four
parameters closely related to the output are selected as the input of the model from 55 SCADA
parameters;

(2) Considering the optimal input model parameters (including input layer node, output layer node and
delay layer node), the temperature prediction model of WT inverter is established based on NARX
network and SCADA data, and the predicted temperature residual is used as the real-time index to
evaluate the inverter status;

(3) The analysis of an example shows that the proposed method can effectively identify the operation
state of WT inverter, which can more effectively provide the operation and maintenance
personnel with planned maintenance decision information, and also provide the practical benefits
for energy companies and the energy market policy-makers.

In the future, by establishing prediction model of WTs inverter, more intensive investigation conclusions
will be obtained. In order to clearly present the implied information on the health condition of WTs contained
in the model prediction residuals, a new kind of health index from inverter temperature should be developed,
which can effectively reflect some early health problems of WTs to provide a reference for their scientific
maintenance. All these new investigation achievements will be reported in separate papers.

Figure 8: Forecast for the inverter temperature: (a) the comparison of measured curve and predication chart
of inlet temperature of inverter; (b) the comparison of measured curve and predication chart of outlet
temperature of inverter; (c) forecasted outputs error of inlet temperature of inverter; (d) forecasted outputs
error of outlet temperature of inverter
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